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Copyright Reserved. This plan and design is and at all times remains the 

exclusive copyright of Keystone Architecture & Planning Ltd. and cannot 

be used without the architect's consent.

The contractor shall check and verify all dimensions and report errors 

and omissions to the archtect. This drawing is not to be used for 

construction purposes unless approved for construction.

These design documents are prepared solely for use by the party with 

whom the design professionals entered into a contract and no 

representation of any kind is made by the design professionals to any 

party with whom the design professional has not entered into a contract.
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2ND LEVEL2ND LEVEL2ND LEVEL2ND LEVEL----CODE PLANCODE PLANCODE PLANCODE PLAN

9.9.9.9.  EXIT SIGNS MUST BE VISIBLE TO 2 SEPARATE EXITS FROM ANY POINT IN

PARKADE.

8.8.8.8. CORRIDOR CEILING SPACES TO BE FIRESTOPPED AT A MAXIMUM

 60'-0" O.C.

7.7.7.7. PROVIDE OCCUPANCY LOAD SIGNS [BCFRC 2.7.1.4.(2)] TO FIRE RESCUE

SERVICES REQUIREMENTS.

6.6.6.6. SEE STRUCTURAL DRAWINGS FOR REQUIRED REBAR COVERAGE FOR

CONCRETE SLABS, WALLS AND COLUMNS FOR REQUIRED FIRE RATING.

5.5.5.5. ALL PENETRATIONS THROUGH FIREWALLS TO BE FT RATED. NO DUCT

PENETRATIONS ALLOWED THROUGH FIREWALLS.

4.4.4.4. FIRE STOPPING THROUGH 2HR SLABS TO HAVE 2HR F RATING OR 2HR FT

RATING, REFER TO CODE SECTIONS & CONSTRUCTION ASSEMBLIES.

3.3.3.3. ALL LOADBEARING WALLS AND COLUMNS ON RESIDENTIAL FLOORS MUST

HAVE MIN 1HR FIRE RESISTANCE RATING. ALL PENETRATIONS IN THESE

WALLS MUST BE FIRESTOPPED AND DUCTS PASSING THROUGH THESE

WALLS MUST HAVE CAVITY PROTECTED WITH GWB.

2.2.2.2. ALL LOADBEARING WALLS AND COLUMNS IN PARKADE MUST HAVE MIN 2HR

FIRE RESISTANCE RATING.

1.1.1.1. SEE CONSTRUCTION ASSEMBLIES FOR FIRE RESISTANCE RATINGS.

  SPRINKLER & WINDOW ALTERNATE SOLUTIONS FOR PROTECTION   OF EXIT

ROUTE (SEE FIRE PROTECTION ENGINEERS REPORT).

LEGEND

4.1.0 BUILDING CODE NOTES

NO. DESCRIPTION DATE

1 ISSUED FOR BUILDING PERMIT 2023-08-24

2 RE-ISSUED FOR BP 2024-02-23

3 ISSUED FOR TENDER 2024-03-12

4 RE-ISSUED FOR BP 2024-04-08

5 ISSUED FOR CONSTRUCTION 2024-08-23

6 ISSUED FOR CONSTRUCTION 2025-03-24
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